The following provides a summary of the dust monitoring results for the last set of measurements on 3/21-3/23.  The results listed below reflect the minimum/average/maximum airborne particulate (PM10) level, in units of milligrams per cubic meter (mg/m3) of air, measured over the entire measurement period.   In summary, we did not detect any elevated airborne particulate levels at the first and fourth floor measurement locations.   Secondly, the average particulate levels measured are considered to be normal or acceptable from an indoor air quality standpoint.   
In regards to the third floor measurement location, the maximum particulate level detected (0.119 mg/m3) occurred at the very start of the measurement period on 3/21.  As previously mentioned, this brief elevated level is attributable to the initial placement of the monitor within the construction area and prior to positioning the tygon tubing (connected to the monitor’s inlet) outside of the temporary barrier wall.   The average level of particulates measured at 11:15 a.m. and at 12:45 p.m. on 3/22 approached 0.090 mg/m3, otherwise the average levels measured the  remainder of the time fell at normal or acceptable levels.

We will be submitting our final overall written report to you in the next couple of business days.

Date                  Level 1                                Level 2                                Level 3                              Level 4
1/24-1/25         0.001/0.006/0.047              0.007/0.010/0.015             ---                          0.003/0.007/0.036
2/1-2/2              0.003/0.005/0.011                      ---                        0.003/0.019/0.132       0.001/0.004/0.010
2/8-2/9              ---                             0.003/0.007/0.016                 0.003/0.015/0.265        0.003/0.006/0.011
2/15-2/16         0.002/0.005/0.029                              ---               0.004/0.022/0.344          0.004/0.006/0.011
2/22-2/23         0.003/0.005/0.010                              ---               0.006/0.021/0.178          0.003/0.005/0.007
2/28-3/2             ---                              0.003/0.008/0.019             0.006/0.019/0.090          0.002/0.004/0.012
3/8-3/9             0.006/0.013/0.024                              ---               0.009/0.031/0.229          0.005/0.007/0.011
3/15-3/16           ---                              0.004/0.020/0.103             0.007/0.032/0.357          0.002/0.004/0.014
3/21-3/23         0.001/0.004/0.021                              ---               0.005/0.026/0.119          0.001/0.003/0.023

